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This conductor to be one piece
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to terminal block of luminaire
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Install insulating link or tape
and waterproof free end
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4 - 1/C #4 CU
in plastic duct

75 Sleeves
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TYPE 2

CONNECTION TYPES

LEGEND

@ Allow sufficient conductor slack to permit the withdrawal of

outside of pole handhole.

& —

2. Use of inhibiting compound is mandatory for all connections.

Grounding post

Self insulated splicer
(insulating link)

Unfused connector
Fused connector

Compression connector

#10 AWG copper

stranded

/*6 AWG solid copper bare

Detail D

All dimensions are in mm unless otherwise specified.
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